MECHANICAL KEYNOTES: ()

<> DISCONNECT AND REMOVE 28/16 SA DUCT SHOWN HATCHED. PATCH
WALL PENETRATION IN ACCORDANCE WITH ARCHITECTURAL SPECIFICATIONS.
ALL WORK ASSOCIATED WITH RTU—=3 TO RTU—7 CHANGEOVER SHALL BE
PERFORMED OVER A SINGLE FOUR DAY PERIOD TO INCLUDE A SATURDAY
AND SUNDAY. BOTH ROOFTOP UNITS AND THEIR RESPECTIVE AIR
DISTRIBUTION SYSTEMS MUST BE FULLY OPERATIONAL WITH TAB WORK
PERFORMED AT THE END OF THE FOUR DAY PERIOD. THE CONTRACTOR
SHALL PROVIDE THE OWNER WITH A MINIMUM OF 30 DAYS NOTICE PRIOR
TO PERFORMING THE RTU CHANGEOVER.

(/?\\ /é\ (/a\\ /{\O\ /Tﬂ\ q/\\ q 5\ @> REMOVE EXISTING PROP FAN.
N4 N2 N2 N2 NP4 \\2 N @> REMOVE EXISTING EXHAUST DUCTWORK. ALL WORK ASSOCIATED WITH THE
‘ ‘ ‘ ‘ ‘ ‘ ‘ EXHAUST FANS (EF=2 AND EF—3) AND DUCT REPLACEMENT FOR THE ETO

STERILIZERS, ABATORS, AND STERILIZER EQUIPMENT ROOM MUST BE
| | | | | | | PERFORMED OVER A SINGLE THREE DAY PERIOD TO INCLUDE A SATURDAY

AND SUNDAY. BOTH EXHAUST FANS AND THEIR RESPECTIVE AIR
DISTRIBUTION SYSTEMS MUST BE FULLY OPERATIONAL WITH TAB WORK
PERFORMED AT THE END OF THE THREE DAY PERIOD. THE CONTRACTOR
5 SHALL PROVIDE THE OWNER WITH A MINIMUM OF 14 DAYS NOTICE PRIOR
L 435 TO PERFORMING THE EXHAUST FAN AND DUCT REPLACEMENT.
[0} — T - (NN
5 C4> REMOVE, RELOCATE, RECONNECT OR EXTEND CONNECTIONS TO EXISTING
) ETHYLENE OXIDE CONCENTRATION MONITORING SYSTEMS AS NECESSARY.
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2 (I\PARTIAL 4TH FLOOR (SPD AREA) MECHANICAL DEMOLITION PLAN
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